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periods during which the average con-
centration of SO2 as measured by the 
SO2 CEMS under § 60.105a(g) exceeds 50 
ppmv, and all rolling 365-day periods 
during which the average concentra-
tion of SO2 as measured by the SO2 
CEMS exceeds 25 ppmv. 

(6) All 1-hour periods during which 
the average CO concentration as meas-
ured by the CO continuous monitoring 
system under § 1A60.105a(h) exceeds 500 
ppmv or, if applicable, all 1-hour peri-
ods during which the average tempera-
ture and O2 concentration as measured 
by the continuous monitoring systems 
under § 60.105a(h)(4) fall below the oper-
ating limits established during the per-
formance test. 

§ 60.106a Monitoring of emissions and 
operations for sulfur recovery 
plants. 

(a) The owner or operator of a sulfur 
recovery plant that is subject to the 
emissions limits in § 60.102a(f)(1) or 
§ 60.102a(f)(2) shall: 

(1) For sulfur recovery plants subject 
to the SO2 emission limit in 
§ 60.102a(f)(1)(i) or § 60.102a(f)(2)(i), the 
owner or operator shall install, oper-
ate, calibrate, and maintain an instru-
ment for continuously monitoring and 
recording the concentration (dry basis, 
zero percent excess air) of any SO2 
emissions into the atmosphere. The 
monitor shall include an oxygen mon-
itor for correcting the data for excess 
air. 

(i) The span values for this monitor 
are two times the applicable SO2 emis-
sion limit and between 10 and 25 per-
cent O2, inclusive. 

(ii) The owner or operator shall in-
stall, operate, and maintain each SO2 
CEMS according to Performance Speci-
fication 2 of appendix B to part 60. 

(iii) The owner or operator shall con-
duct performance evaluations of each 
SO2 monitor according to the require-
ments in § 60.13(c) and Performance 
Specification 2 of appendix B to part 60. 
The owner or operator shall use Meth-
ods 6 or 6C of appendix A–4 to part 60 
and Method 3 or 3A of appendix A–2 of 
part 60 for conducting the relative ac-
curacy evaluations. The method ANSI/ 
ASME PTC 19.10–1981, ‘‘Flue and Ex-
haust Gas Analyses,’’ (incorporated by 

reference—see § 60.17) is an acceptable 
alternative to EPA Method 6. 

(2) For sulfur recovery plants that 
are subject to the reduced sulfur com-
pound and H2S emission limit in 
§ 60.102a(f)(1)(ii) or § 60.102a(f)(2)(ii), the 
owner or operator shall install, oper-
ate, calibrate, and maintain an instru-
ment for continuously monitoring and 
recording the concentration of reduced 
sulfur, H2S, and O2 emissions into the 
atmosphere. The reduced sulfur emis-
sions shall be calculated as SO2 (dry 
basis, zero percent excess air). 

(i) The span values for this monitor 
are two times the applicable reduced 
sulfur emission limit, two times the 
H2S emission limit, and between 10 and 
25 percent O2, inclusive. 

(ii) The owner or operator shall in-
stall, operate, and maintain each re-
duced sulfur CEMS according to Per-
formance Specification 5 of appendix B 
to part 60. 

(iii) The owner or operator shall con-
duct performance evaluations of each 
reduced sulfur monitor according to 
the requirements in § 60.13(c) and Per-
formance Specification 5 of appendix B 
to part 60. The owner or operator shall 
use Methods 15 or 15A of appendix A–5 
to part 60 for conducting the relative 
accuracy evaluations. The method 
ANSI/ASME PTC 19.10–1981, ‘‘Flue and 
Exhaust Gas Analyses,’’ (incorporated 
by reference—see § 60.17) is an accept-
able alternative to EPA Method 15A of 
appendix A–5 to part 60. 

(iv) The owner or operator shall in-
stall, operate, and maintain each H2S 
CEMS according to Performance Speci-
fication 7 of appendix B to part 60. 

(v) The owner or operator shall con-
duct performance evaluations of each 
reduced sulfur monitor according to 
the requirements in § 60.13(c) and Per-
formance Specification 5 of appendix B 
to part 60. The owner or operator shall 
use Methods 11, 15, or 15A of appendix 
A–5 to part 60 or Method 16 of appendix 
A–6 to part 60 for conducting the rel-
ative accuracy evaluations. The meth-
od ANSI/ASME PTC 19.10–1981, ‘‘Flue 
and Exhaust Gas Analyses,’’ (incor-
porated by reference—see § 60.17) is an 
acceptable alternative to EPA Method 
15A of appendix A–5 to part 60. 

(vi) The owner or operator shall in-
stall, operate, and maintain each O2 
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monitor according to Performance 
Specification 3 of appendix B to part 60. 

(vii) The span value for the O2 mon-
itor must be selected between 10 and 25 
percent, inclusive. 

(viii) The owner or operator shall 
conduct performance evaluations for 
the O2 monitor according to the re-
quirements of § 60.13(c) and Perform-
ance Specification 3 of appendix B to 
part 60. The owner or operator shall use 
Methods 3, 3A, or 3B of appendix A–2 to 
part 60 for conducting the relative ac-
curacy evaluations. The method ANSI/ 
ASME PTC 19.10–1981, ‘‘Flue and Ex-
haust Gas Analyses,’’ (incorporated by 
reference—see § 60.17) is an acceptable 
alternative to EPA Method 3B of ap-
pendix A–2 to part 60. 

(ix) The owner or operator shall com-
ply with the applicable quality assur-
ance procedures of appendix F to part 
60 for each monitor, including annual 
accuracy determinations for each O2 
monitor, and daily calibration drift de-
terminations. 

(3) In place of the reduced sulfur 
monitor required in paragraph (a)(2) of 
this section, the owner or operator 
shall install, calibrate, operate, and 
maintain an instrument using an air or 
O2 dilution and oxidation system to 
convert any reduced sulfur to SO2 for 
continuously monitoring and recording 
the concentration (dry basis, 0 percent 
excess air) of the total resultant SO2. 
The monitor must include an O2 mon-
itor for correcting the data for excess 
O2. 

(i) The span value for this monitor is 
two times the applicable SO2 emission 
limit. 

(ii) The owner or operator shall con-
duct performance evaluations of each 
SO2 monitor according to the require-
ments in § 60.13(c) and Performance 
Specification 5 of appendix B to part 60. 
The owner or operator shall use Meth-
ods 15 or 15A of appendix A–5 to part 60 
for conducting the relative accuracy 
evaluations. The method ANSI/ASME 
PTC 19.10–1981, ‘‘Flue and Exhaust Gas 
Analyses,’’ (incorporated by ref-
erence—see § 60.17) is an acceptable al-
ternative to EPA Method 15A of appen-
dix A–5 to part 60. 

(iii) The owner or operator shall in-
stall, operate, and maintain each O2 

monitor according to Performance 
Specification 3 of appendix B to part 60. 

(iv) The span value for the O2 mon-
itor must be selected between 10 and 25 
percent, inclusive. 

(v) The owner or operator shall con-
duct performance evaluations for the 
O2 monitor according to the require-
ments of § 60.13(c) and Performance 
Specification 3 of appendix B to part 60. 
The owner or operator shall use Meth-
ods 3, 3A, or 3B of appendix A–2 to part 
60 for conducting the relative accuracy 
evaluations. The method ANSI/ASME 
PTC 19.10–1981, ‘‘Flue and Exhaust Gas 
Analyses,’’ (incorporated by ref-
erence—see § 60.17) is an acceptable al-
ternative to EPA Method 3B of appen-
dix A–2 to part 60. 

(vi) The owner or operator shall com-
ply with the applicable quality assur-
ance procedures of appendix F to part 
60 for each monitor, including quar-
terly accuracy determinations for each 
SO2 monitor, annual accuracy deter-
minations for each O2 monitor, and 
daily calibration drift determinations. 

(b) Excess emissions. For the purpose 
of reports required by § 60.7(c), periods 
of excess emissions for sulfur recovery 
plants subject to the emissions limita-
tions in § 60.102a(f) are defined as speci-
fied in paragraphs (b)(1) through (3) of 
this section. NOTE: Determine all aver-
ages as the arithmetic average of the 
applicable 1-hour averages, e.g., deter-
mine the rolling 12-hour average as the 
arithmetic average of 12 contiguous 1- 
hour averages. 

(1) All 12-hour periods during which 
the average concentration of SO2 as 
measured by the SO2 continuous moni-
toring system required under para-
graph (a)(1) of this section exceeds the 
applicable emission limit (dry basis, 
zero percent excess air); or 

(2) All 12-hour periods during which 
the average concentration of reduced 
sulfur (as SO2) as measured by the re-
duced sulfur continuous monitoring 
system required under paragraph (a)(2) 
of this section exceeds the applicable 
emission limit; or 

(3) All 12-hour periods during which 
the average concentration of H2S as 
measured by the H2S continuous moni-
toring system required under para-
graph (a)(2) of this section exceeds the 
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applicable emission limit (dry basis, 0 
percent excess air). 

§ 60.107a Monitoring of emissions and 
operations for fuel gas combustion 
devices. 

(a) Fuel gas combustion devices subject 
to SO2 or H2S limit. The owner or oper-
ator of a fuel gas combustion device 
that is subject to the requirements in 
§ 60.102a(g) shall comply with the re-
quirements in paragraph (a)(1) of this 
section for SO2 emissions or paragraph 
(a)(2) of this section for H2S emissions. 

(1) The owner or operator of a fuel 
gas combustion device subject to the 
SO2 emissions limits in § 60.102a(g)(1)(i) 
shall install, operate, calibrate, and 
maintain an instrument for continu-
ously monitoring and recording the 
concentration (dry basis, 0 percent ex-
cess air) of SO2 emissions into the at-
mosphere. The monitor must include 
an O2 monitor for correcting the data 
for excess air. 

(i) The owner or operator shall in-
stall, operate, and maintain each SO2 
monitor according to Performance 
Specification 2 of appendix B to part 60. 
The span value for the SO2 monitor is 
50 ppm SO2. 

(ii) The owner or operator shall con-
duct performance evaluations for the 
SO2 monitor according to the require-
ments of § 60.13(c) and Performance 
Specification 2 of appendix B to part 60. 
The owner or operator shall use Meth-
ods 6, 6A, or 6C of appendix A–4 to part 
60 for conducting the relative accuracy 
evaluations. The method ANSI/ASME 
PTC 19.10–1981, ‘‘Flue and Exhaust Gas 
Analyses,’’ (incorporated by ref-
erence—see § 60.17) is an acceptable al-
ternative to EPA Method 6 or 6A of ap-
pendix A–4 to part 60. Samples taken 
by Method 6 of appendix A–4 to part 60 
shall be taken at a flow rate of approxi-
mately 2 liters/min for at least 30 min-
utes. The relative accuracy limit shall 
be 20 percent or 4 ppm, whichever is 
greater, and the calibration drift limit 
shall be 5 percent of the established 
span value. 

(iii) The owner or operator shall in-
stall, operate, and maintain each O2 
monitor according to Performance 
Specification 3 of appendix B to part 60. 
The span value for the O2 monitor must 

be selected between 10 and 25 percent, 
inclusive. 

(iv) The owner or operator shall con-
duct performance evaluations for the 
O2 monitor according to the require-
ments of § 60.13(c) and Performance 
Specification 3 of appendix B to part 60. 
The owner or operator shall use Meth-
ods 3, 3A, or 3B of appendix A–2 to part 
60 for conducting the relative accuracy 
evaluations. The method ANSI/ASME 
PTC 19.10–1981, ‘‘Flue and Exhaust Gas 
Analyses,’’ (incorporated by ref-
erence—see § 60.17) is an acceptable al-
ternative to EPA Method 3B of appen-
dix A–2 to part 60. 

(v) The owner or operator shall com-
ply with the applicable quality assur-
ance procedures in appendix F to part 
60, including quarterly accuracy deter-
minations for SO2 monitors, annual ac-
curacy determinations for O2 monitors, 
and daily calibration drift tests. 

(vi) Fuel gas combustion devices hav-
ing a common source of fuel gas may 
be monitored at only one location (i.e., 
after one of the combustion devices), if 
monitoring at this location accurately 
represents the SO2 emissions into the 
atmosphere from each of the combus-
tion devices. 

(2) The owner or operator of a fuel 
gas combustion device subject to the 
H2S concentration limits in 
§ 60.102a(g)(1)(ii) shall install, operate, 
calibrate, and maintain an instrument 
for continuously monitoring and re-
cording the concentration by volume 
(dry basis) of H2S in the fuel gases be-
fore being burned in any fuel gas com-
bustion device. 

(i) The owner or operator shall in-
stall, operate, and maintain each H2S 
monitor according to Performance 
Specification 7 of appendix B to part 60. 
The span value for this instrument is 
320 ppmv H2S. 

(ii) The owner or operator shall con-
duct performance evaluations for each 
H2S monitor according to the require-
ments of § 60.13(c) and Performance 
Specification 7 of appendix B to part 60. 
The owner or operator shall use Meth-
od 11, 15, or 15A of appendix A–5 to part 
60 or Method 16 of appendix A–6 to part 
60 for conducting the relative accuracy 
evaluations. The method ANSI/ASME 
PTC 19.10–1981, ‘‘Flue and Exhaust Gas 
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